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Abstract—Low-voltage distribution feeders were designed to
sustain unidirectional power flows to residential neighborhoods.
The increased penetration of roof-top photovoltaic (PV) systems
has highlighted pressing needs to address power quality and
reliability concerns, especially when PV generation exceeds the
household demand. A systematic method for determining the
active- and reactive-power set points for PV inverters in resi-
dential systems is proposed in this paper, with the objective of
optimizing the operation of the distribution feeder and ensuring
voltage regulation. Binary PV-inverter selection variables and
nonlinear power-flow relations render the optimal inverter dis-
patch problem nonconvex and NP-hard. Nevertheless, sparsity-
promoting regularization approaches and semidefinite relaxation
techniques are leveraged to obtain a computationally feasible
convex reformulation. The merits of the proposed approach are
demonstrated using real-world PV-generation and load-profile
data for an illustrative low-voltage residential distribution system.
Index Terms—Distribution networks, inverter control, photo-
voltaic systems, optimal power flow, voltage regulation, sparsity.
I. INTRODUCTION
THE installed residential photovoltaic (PV) capacity in-creased by 61% in 2012, driven in large by falling
prices, increased consumer awareness, and governmental in-
centives [1]. The proliferation of residential-scale roof-top PV
systems presents a unique set of challenges related to power
quality and reliability in low-voltage distribution systems.
In particular, overvoltages experienced during periods when
PV generation exceeds the household demand, and voltage
sags during rapidly-varying irradiance conditions have become
pressing concerns [2], [3].
Efforts to ensure reliable operation of the existing distri-
bution system with increased behind-the-meter PV genera-
tion are therefore focused on the possibility of PV inverters
providing ancillary services [4]. This setup requires a depar-
ture from current interconnection standards [5]. Organizations
across Industry are endeavoring to address the issue and
bring consistency to grid-interactive controls [6], [7]. For in-
stance, by appropriately derating PV inverters, reactive power
generation/consumption based on monitoring local electrical
quantities has been recognized as a viable option to effect
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voltage regulation [4], [8]–[12]. However, such reactive power
control (RPC) strategies typically yield low power factors
(PFs) at the feeder input and high network currents, with
the latter translating into power losses and possible conductor
overheating [13]. To alleviate these concerns, an alternative is
to curtail the active power produced by the PV inverters during
peak irradiance hours [13], [14]. For example, in [13], the
amount of active power injected by a PV inverter is lowered
whenever its terminal voltage magnitude exceeds a prede-
fined limit. The premise for these active power curtailment
(APC) strategies is that the resistance-to-reactance ratios in
low-voltage distribution networks renders the voltages very
sensitive to variations in the active power injections [13], [15].
Of course, pertinent questions in this setup include what is
the optimal amount of power to be curtailed, and by what PV
systems in the network.
A systematic and unified optimal inverter dispatch (OID)
framework is proposed in this paper, with the goal of facil-
itating high PV penetration in existing distribution networks.
The OID task involves solving an optimal power flow (OPF)
problem to determine PV-inverter active- and reactive-power
set points, so that the network operation is optimized according
to well defined criteria (e.g., minimizing power losses), while
ensuring voltage regulation and adhering to other electrical
network constraints. The proposed OID framework provides
increased flexibility over RPC or APC alone, by invoking
a joint optimization of active and reactive powers. Indeed,
while [4], [8]–[10], [12], [13] (and pertinent references therein)
demonstrate the virtues of RPC and APC in effecting voltage
regulation, these strategies are based on local information
and, therefore, they may not offer system-level optimality
guarantees. On the other hand, by promoting network-level
optimization, the OPF-based formulation proposed in this
work inherently ensures system-level benefits.
Unfortunately, due to binary PV-inverter selection vari-
ables and nonlinear power-balance constraints, the formu-
lated problem is nonconvex and NP-hard. Nevertheless,
a computationally-affordable convex reformulation is de-
rived here by leveraging sparsity-promoting regularization
approaches [16], [17] and semidefinite relaxation tech-
niques [18]–[21]. Sparsity emerges because the proposed
framework offers the flexibility of controlling only a (small)
subset of PV inverters in the network. This allows one to
discard binary optimization variables, and effect inverter selec-
tion by using group-Lasso-type regularization functions [16],
[17]. To cope with nonconvexity due to bilinear power-balance
constraints, the semidefinite relaxation approach [22] proposed
in [18], [19] for the OPF problem in balanced transmission
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systems, and further extended to balanced and unbalanced
distribution systems in [20], [23] and [21], respectively, is
employed here too. This approach has the well documented
merit of finding the globally optimal solution of OPF problems
in many practical setups [20], [21]. The resultant relaxed OID
is a semidefinite program (SDP), and it can be efficiently
solved via primal-dual iterations or general purpose SDP
solvers [24], with a significantly lower computational burden
compared to off-the-shelf solvers for mixed-integer nonlinear
programs (MINPs) [25]. Effectively, the OID task can be
implemented in real time, based on short-term forecasts of
ambient conditions and loads. Subsequently, state-of-the-art
advanced metering infrastructure can be used to relay set
points to inverters [15]. Towards this end, initiatives are
currently underway to identify and standardize communication
architectures for next-generation PV inverters [26].
To summarize, the main contributions of this work are
as follows: i) A joint network-wide optimization of PV-
inverter real and reactive power production improves upon
conventional strategies that solely focus on either real [13] or
reactive power [4], [8]–[11]. ii) Sparsity-promoting regular-
ization approaches are proposed for the OPF problem to offer
PV-inverter selection capabilities. While existing approaches
either require controlling all the PV-inverters, or, assume that
nodes providing ancillary services are preselected [4], [8]–
[11], [13], [21], the formulated problem identifies optimal
PV inverters for ancillary services provisioning. iii) A third
contribution is represented by the RPC and APC strategies
outlined in Section IV-C. In fact, the methods in [4], [8]–
[10], [13] are based on local information and assume that
nodes providing ancillary services are preselected. In contrast,
the RPC and APC tasks are cast here as instances of the
OPF problem, and they offer inverter selection capabilities.
OPF-type RPC strategies are proposed in [11], [27]; however,
inverters providing reactive support are preselected. iv) The
OID strategy is tested using real-world PV-generation and
load-profile data for an illustrative low-voltage residential
distribution system, and its performance is compared with RPC
and APC.
The remainder of this manuscript is organized as follows. In
Section II, the network and PV inverter models are described,
and the RPC, APC, and OID strategies are introduced. Sec-
tion III outlines the proposed OID problem, while Section IV
describes its relaxed convex reformulation. Case studies and
implementation details are presented in Section V, while
Section VI concludes the paper and outlines future directions.
II. PRELIMINARIES AND SYSTEM MODELS
A. Notation
Upper-case (lower-case) boldface letters will be used
for matrices (column vectors); (·)T for transposition; (·)∗
complex-conjugate; and, (·)H complex-conjugate transposi-
tion; <{·} and ={·} denote the real and imaginary parts of
a complex number, respectively; j :=
√−1 the imaginary
unit. Tr(·) the matrix trace; rank(·) the matrix rank; | · |
denotes the magnitude of a number or the cardinality of a
set; ‖v‖2 :=
√
vT v; ‖v‖1 :=
∑
i |[v]i|; and ‖ · ‖F stands for
Fig. 1. Example of low-voltage residential network with high PV penetration
adopted from [3], [13]. Node 0 corresponds to the secondary of the step-down
transformer, while set U = {2, 5, 8, 11, 14, 17} collects nodes corresponding
to distribution poles. Homes H1, . . . ,H12 are connected to nodes in the set
H = {1, 3, 4, 6, 7, 9, 10, 12, 13, 15, 16, 18}.
the Frobenius norm. Finally, IN denotes the N ×N identity
matrix; and, 0M×N , 1M×N the M × N matrices with all
zeroes and ones, respectively.
B. Distribution-Network Electrical Model
Consider a low-voltage radial feeder comprising N + 1
nodes collected in the set N := {0, 1, . . . , N}, and overhead
lines represented by the set of edges E := {(m,n)} ⊂
N × N . Node 0 is taken to be the secondary of the
step-down transformer. Let U ,H ⊂ N collect nodes that
correspond to utility poles, and houses with roof-top PV
systems, respectively. For example, consider the residential
network in Fig. 1, which is adopted from [3], [13], and is
utilized in the case studies presented subsequently. In this
network, one has that U = {2, 5, 8, 11, 14, 17} and H =
{1, 3, 4, 6, 7, 9, 10, 12, 13, 15, 16, 18} (the latter corresponding
to houses H1, . . . ,H12).
The distribution lines (m,n) ∈ E are modeled as pi-
equivalent circuits. The series and shunt admittances of line
(m,n) are given by ymn = (Rmn + jωLmn)−1 and y¯mn =
jωCmn, respectively, where Rmn, Lmn, Cmn, and ω denote
the line resistance, inductance, shunt capacitance, and angular
frequency [28]. The distribution-network admittance matrix is
denoted by Y ∈ CN+1×N+1, and its entries are defined as
[Y]m,n :=

∑
j∈Nm y¯mj + ymj , if m = n
−ymn, if (m,n) ∈ E
0, otherwise
(1)
where Nm := {j ∈ N : (m, j) ∈ E} denotes the set of
nodes connected to the m-th one through a distribution line.
Let Vn, In ∈ C denote the phasors for the line-to-ground
voltage and the current injected at node n ∈ N , respectively.
Collecting the currents injected in all nodes in the vector
i := [I0, I1, . . . , IN ]
T ∈ CN+1, and the node voltages in the
vector v := [V0, V1, . . . , VN ]T ∈ CN+1, it follows that Ohm’s
law can be rewritten in matrix-vector form as
i = Yv. (2)
C. Residential PV Inverter and Load Models
Given prevailing ambient conditions, let P¯h denote the
maximum active power that can be generated by the PV
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inverter(s) located at node h ∈ H. Henceforth, P¯h is referred
to as the available active power at node h. The |H|×1 vector
collecting the available active powers {P¯h}h∈H is denoted by
p¯h. Let Ps,h and Qs,h denote the active power injected and
the reactive power generated/consumed by the PV inverter at
node h, respectively. The |H|×1 vectors collecting {Ps,h}h∈H
and {Qs,h}h∈H are denoted by ps and qs, respectively. For
conventional grid-tied residential-scale inverters that do not
offer energy storage capabilities and operate at unity power
factor, it follows that Ps,h = P¯h and Qs,h = 0. Nevertheless,
since strategies where PV inverters are allowed to curtail their
power output will be considered in the ensuing subsection, it is
useful to denote the active power curtailed by inverter h ∈ H
as
Pc,h := P¯h − Ps,h. (3)
Furthermore, collect all the curtailed active powers in the |H|×
1 non-negative vector pc.
A constant PQ model is adopted for the residential loads,
and P`,h and Q`,h denote the residential-load active and
reactive powers at node h ∈ H. The corresponding |H| × 1
vectors that collect the load active and reactive powers are
denoted by p` and q`, respectively.
D. PV-Inverter Control Strategies
The maximum reactive power that can be gener-
ated/consumed by the h-th inverter is limited by its rated
apparent power, which is denoted here as Sh, and the available
active power P¯h [2], [4]. Specifically, given Sh, the inverter
operating space in the PQ-plane is given by the semicircle
{(P,Q) : 0 ≤ P ≤ Sh, |Q| ≤
√
S2h − P 2}, whose contour is
represented by a red dotted line in Fig. 2.
If the h-th PV inverter allows reactive power control (RPC),
the set of its operating points is given by
FRPCh := {(Ps,h, Qs,h) : Ps,h = P¯h, |Qs,h| ≤
√
S2h − P¯ 2h} (4)
which indicates that the active power output is the available
PV power, and the reactive power capability is limited by the
inverter rating [2], [4], [29]. The set FRPCh is represented by
the vertical segment in Fig. 2(a). When the inverter is not
oversized [2], no reactive compensation is possible when P¯h =
Sh; on the other hand, the entire inverter rating can be utilized
to supply reactive power when no active power is produced.
Similarly, the set of feasible operating points when an active
power curtailment (APC) strategy is implemented at inverter
h [9], [13], [14], is given by
FAPCh :=
{
(Ps,h, Qs,h) : 0 ≤ Ps,h ≤ P¯h, Qs,h = 0
}
(5)
and it is depicted in Fig. 2(b).
In this paper, an OID strategy whereby PV inverters are
allowed to adjust both active and reactive powers is proposed.
Consequently, the set of possible operating points is given by
FOIDh :=
{
(Ps,h, Qs,h) : 0 ≤ Ps,h ≤ P¯h,
|Qs,h| ≤
√
S2h − P 2s,h
}
. (6)
(a) (b) (c) (d)
Fig. 2. Operating regions for the PV inverters are shown by the shaded
regions for different strategies: (a) RPC; (b) APC at unity PF; (c) proposed
OID strategy; and, (d) proposed OID strategy with a constraint on the
minimum PF.
As shown in Fig. 2(c), set FOIDh is significantly larger then
FRPCh and FAPCh , thus offering improved flexibility when op-
timizing the performance of the residential distribution system.
Clearly, the control strategy (6) subsumes RPC and APC.
A variant of the OID strategy is when the PV inverters are
required to operate at a sufficiently high PF to limit the circula-
tion of reactive power throughout the network (see e.g., [29]).
Thus, if the minimum allowed PF is prescribed to be cos θ,
then the amount of reactive power injected or absorbed is
constrained by the two bounds: |Qs,h| ≤
√
S2h − P 2s,h and
cos θ ≤ Ps,h/
√
P 2s,h +Q
2
s,h.
The resultant set of feasible inverter operational points is
illustrated in Fig. 2(d).
It is worth mentioning that a key implementation task relates
to formulating active- and reactive-power setpoints for PV
systems composed of multiple inverters, e.g., in microinverter
systems. Commercially available microinverter systems usu-
ally include a power management unit that communicates
via power-line communication (see, e.g., [30], [31]). Conse-
quently, the optimal real- and reactive-power setpoints could
be relayed from the power management units to the different
inverters via the power line communication network.
III. OPTIMAL INVERTER DISPATCH PROBLEM
FORMULATION
Given the operational voltage limits in the residential net-
work, the demanded loads p`,q`, and the available PV power
at the different houses p¯h, the objective is to optimally
dispatch the PV inverters, which amounts to finding the real
and reactive power operating points ps,qs that optimize the
operation of the network according to a well defined criterion.
To this end, pertinent cost functions are discussed next, while
the OID problem is formulated in the subsequent Section III-B.
A. Cost Function Formulation
The cost function to be minimized is defined as
κ(v, i,pc,qs) := cρρ(v, i) + cφφ(pc) + cνν(v) (7)
where function ρ(v, i) captures real power losses in the
network; φ(pc) models possible costs of curtailing active
power; and, ν(v) promotes a flat voltage profile. Finally,
cρ > 0, cφ ≥ 0, cν ≥ 0, denote weighting coefficients. The
three components in (7) are substantiated next.
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1) Power losses in the network: Active power losses in the
distribution network are given by [28]
ρ(v, i) :=
∑
(m,n)∈E
<{VmI∗mn} − <{VnI∗mn} (8)
where Imn ∈ C denotes the current flowing on line (m,n).
2) Cost associated with active power set points: The cost
incurred by the utility when inverter h is required to operate
on a set point different than (P¯h, 0), is modeled without loss
of generically by the following quadratic function
φ(pc) :=
∑
h∈H
ahP
2
c,h + bhPc,h (9)
where the choice of the coefficients is based on specific utility-
customer prearrangements [29]. For example, if economic
indicators are of interest, the coefficients ah and bh could be
based on the price at which electricity generated by the PV
systems would be sold back to the utility. Similarly, the amount
of curtailed power can be minimized by choosing bh = 1 and
ah = 0,∀ h ∈ H.
3) Voltage deviations from average: Voltage deviations
throughout the network can be minimized by defining
ν(v) :=
√√√√∑
n∈N
(
|Vn|2 − 1
N + 1
∑
i∈N
|Vi|2
)2
. (10)
Function ν(v) encourages flat voltage profiles, since it cap-
tures the distance of the vector collecting {|Vn|2}n∈N from the
average vector (1/(N + 1)
∑
i∈N |Vi|2)1N+1. It is important
to note that voltage limits will be enforced in the OID problem
even if deviations from average are not penalized (that is,
when cν = 0). Nevertheless, as will be demonstrated in the
case studies, including this term provides added flexibility in
reducing deviations of the network voltages from the average.
B. OID Problem
Given the cost function in (7), the OID problem is formu-
lated as follows:
(P1) min
{Vn,In}
{Pc,n,Qs,n,xn}
κ(v, i,pc,qs) (11a)
subject to (2), and
<{VhI∗h} = −P`,h + P¯h − Pc,h ∀h ∈ H (11b)
={VhI∗h} = −Q`,h +Qs,h ∀h ∈ H (11c)
VuI
∗
u = 0 ∀u ∈ U (11d)
V min ≤ |Vn| ≤ V max ∀n ∈ N (11e)
0 ≤ Pc,h ≤ xhP¯h ∀h ∈ H (11f)
Q2s,h ≤ xh(S2h − (P¯h − Pc,h)2) ∀h ∈ H (11g)
Qs,h ≤ xh tan θ(P¯h − Pc,h) ∀h ∈ H (11h)
−Qs,h ≤ xh tan θ(P¯h − Pc,h) ∀h ∈ H (11i)∑
h∈H
xh ≤ K , {xh} ∈ {0, 1}|H| (11j)
where xh is a binary variable indicating whether PV-inverter
h is controlled (xh = 1) or not (xh = 0), and it is assumed
that K < |H| PV-inverters are to be controlled. Clearly, when
xh = 0, it follows from (11f) and (11g) that Pc,h = 0 and
Qs,h = 0, thus implying that PV-inverter h is delivering
the maximum available PV power, P¯h, at unity power factor.
Notice that, when xh = 1, the set of admissible setpoints
FOIDh for inverter h is specified by constraints (11f)–(11i)
[cf. Figs. 2(c) and 2(d)]. Finally, the constraint on V0 is left
implicit.
The constraint in (11j) offers the possibility of choosing
(or minimizing) the number of controlled inverters in order
to contain the net operational cost of the residential feeder.
Additionally, alternating between different subsets of K <
|H| facilitates a more equitable treatment of the inverters (see
e.g., [4]). Particularly important is constraint (11e), whose goal
is to ensure the nodal voltages lie between V min and V max
(even during intervals with peak solar power generation and
low demand). Lastly, (11h)-(11i) follow from the PF constraint
explained in Section II-D.
For a fixed assignment of the binary variables {xh}h∈H,
(P1) boils down to an instance of the OPF problem. In-
deed, similar to various OPF renditions, (P1) is a nonlinear
nonconvex problem because of the balance equations (11b)-
(11d), the bilinear terms in (7), and the lower bound in (11e).
Furthermore, the presence of the binary variables {xh}h∈H
renders (P1) an NP-hard MINP, and finding its global opti-
mum requires solving a number of subproblems that increases
exponentially (2|H|) in the number of PV inverters. In prin-
ciple, off-the-shelf MINP solvers can be employed to find a
solution to (P1); see e.g., [25]. However, since these solvers
are computationally burdensome, they are not suitable for real-
time feeder optimization [25]. Further, they do not generally
guarantee global optimality of their solutions, which translates
here to higher power losses and operational costs.
IV. CONVEX REFORMULATION
In this section, a computationally affordable convex refor-
mulation of (P1) is derived by leveraging sparsity-promoting
regularizations to drop the binary selection variables (Sec-
tion IV-A), and utilizing semidefinite relaxation techniques to
address the nonconvexity due to bilinear terms and voltage
lower bounds (Section IV-B).
A. Sparsity-leveraging OID
If PV-inverter h is not selected, then it provides the maxi-
mum active power P¯h at unity PF; consequently, one clearly
has that Pc,h = Qs,h = 0. On the other hand, Pc,h and
Qs,h may be different than zero with OID [cf. Fig. 2].
Supposing that K < |H|, it follows that the 2|H| × 1
real-valued vector [pTc ,q
T
s ]
T is group sparse [16]; meaning
that, the 2 × 1 sub-vectors [Pc,h, Qs,h]T (i.e., the “groups”
of variables [16]) corresponding to inverters operating at
point (P¯h, 0) contain all zeroes, whereas [Pc,h, Qs,h]T 6=
02×1 for the inverters operated under OID. For example,
consider the system in Fig. 1, and suppose that only PV-
inverters in H10,H12 are to be controlled. Then, it follows that
[pTc ,q
T
s ]
T = [0T18×1, Pc,10, Qs,10,0
T
2×1, Pc,12, Qs,12]
T , with
[Pc,10, Qs,10]
T 6= 02×1 and [Pc,12, Qs,12]T 6= 02×1.
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One major implication of this group sparsity attribute of
the real-valued vector [pTc ,q
T
s ]
T , is that one can discard the
binary variables {xh}h∈H, and effect PV inverter selection
by leveraging sparsity-promoting regularization techniques.
Among possible candidates, the following group-Lasso-type
function is well suited for the problem at hand [16], [17]:
γ(pc,qs) := λ
∑
h∈H
√
P 2c,h +Q
2
s,h (12)
where λ ≥ 0 is a tuning parameter. Thus, using (12), the OID
problem in (P1) can be relaxed to:
(P2) min
{Vn,In}
{Pc,n,Qs,n}
κ(v, i,pc,qs) + γ(pc,qs) (13a)
subject to (2), (11b)− (11e), and∀h ∈ H
0 ≤ Pc,h ≤ P¯h (13b)
Q2s,h ≤ S2h − (P¯h − Pc,h)2 (13c)
Qs,h ≤ tan θ(P¯h − Pc,h) (13d)
−Qs,h ≤ tan θ(P¯h − Pc,h). (13e)
Notice the absence of the binary selection variables {xh}h∈H
in this formulation. The role of λ is to control the number
of sub-vectors [Pc,h, Qs,h]T that are set to 02×1. Particularly,
for λ = 0, all the inverters may curtail active power and
provide reactive power compensation (that is, K = |H|); and,
as λ is increased, the number of inverters participating in
OID decreases [16]. Appendix B elaborates further on the PV-
inverter selection capability offered by the regularization func-
tion γ(pc,qs). A generalization of (12) is represented by the
weighted counterpart γw(pc,qs) :=
∑
h∈H λh
√
P 2c,h +Q
2
s,h,
where {λh ≥ 0}h∈H substantiate possible preferences to use
(low value of λh) or not (high value of λh) specific inverters.
With this approach, a more equitable treatment of PV inverters
can be facilitated by discouraging the use of inverters whose
active and reactive powers are adjusted more frequently.
B. SDP reformulation
Key to deriving an SDP reformulation of (P2) is to ex-
press the active and reactive powers injected per node, and
voltage magnitudes as linear functions of the outer-product
matrix V := vvH. First, let us consider the constraints in
(P2). Let {en}N+1n=1 denote the canonical basis of RN+1,
and define the admittance-related matrix Yn := eneTnY per
node n ∈ N . Furthermore, define the Hermitian matrices
Zn :=
1
2 (Yn+Y
H
n ), Z¯n :=
j
2 (Yn−YHn ), and Mn := eneTn .
Then, the nonconvex constraints (11b)-(11d) and (11e) can be
equivalently re-written as (see [19]–[21] for further details):
Tr(ZhV) = −P`,h + P¯h − Pc,h, ∀h ∈ H (14a)
Tr(Z¯hV) = −Q`,h +Qs,h, ∀h ∈ H (14b)
Tr(ZnV) = 0, Tr(Z¯nV) = 0, ∀n ∈ U (14c)
(V min)2 ≤ Tr(MnV) ≤ (V max)2, ∀n ∈ N (14d)
which are all linear in the matrix variable V.
Now, let us consider the cost function in (7). Define the
projector matrix Π := IN+1 − 1N+11N+1×11TN+1×1, and let
diag(V) denote the operator that returns a vector collecting
the diagonal elements of matrix V. Then, the function ν(v)
in (7) can be equivalently expressed in terms of V as ν(V) :=
‖Πdiag(V)‖2. Next, for each distribution line (m,n) ∈ E ,
define the symmetric matrix Lmn := <{ymn}(em−en)(em−
en)
T , and notice that the active power loss on the line
(m,n) ∈ E can be re-expressed as a linear function of the
matrix V as <{VmI∗mn} − <{VnI∗mn} = Tr(LmnV). Thus,
using matrices Π and L :=
∑
(m,n)∈E Lmn, the cost function
in (7) becomes
κ(V,pc,qs) = cρTr(LV) + cφφ(pc) + cν‖Πdiag(V)‖2. (15)
Notice that for cν ≥ 0, the surrogate cost κ(V,pc,qs) is
convex in the matrix variable V.
Aiming for an SDP formulation of (P2), Schur’s comple-
ment can be leveraged to convert the non-linear summands
in (12) and (15) to a linear cost over auxiliary optimization
variables [24] (see Appendix A for details). Specifically, with
{yh, wh, h = 1, . . . , |H|}h∈H and υ serving as auxiliary
variables, (P2) can be equivalently reformulated as
(P3) min
{Pc,n,Qs,n}
{yh,wh≥0}
V,υ
cρTr(LV) + cφ
∑
h∈H
yh + cνυ + λ
∑
h∈H
wh
subject to (13b), (13d)− (13e), (14), and∀h ∈ H[
υIN+1 Πdiag(V)
diag(V)TΠT υ
]
 0 (16a)[
bhPc,h − yh √ahPc,h√
ahPc,h −1
]
 0 (16b) wh 0 Pc,h0 wh Qs,h
Pc,h Qs,h wh
  0 (16c)
 −S2h Qs,h P¯h − Pc,hQs,h −1 0
P¯h − Pc,h 0 −1
  0 (16d)
V  0 (16e)
rank(V) = 1 . (16f)
The positive semi-definiteness and rank constraints (16e)–(16f)
jointly ensure that for any feasible V ∈ CN+1×N+1, there
always exists a vector of voltages v such that V = vvH,
and that formulations (P2) and (P3) solve an equivalent
OID problem. For the optima of these two problems, it
holds that Vopt = vopt(vopt)T ; υopt = ‖Πdiag(Vopt)‖2;∑
h∈H y
opt
h + z
opt
h = φ(p
opt
c ); Tr(LV
opt) = ρ(vopt, iopt);
and λ
∑
h∈H w
opt
h = γ(p
opt
c ,q
opt
s ), where superscript (·)opt
is used to denote the globally optimal solution.
Unfortunately, (P3) is still nonconvex due to the rank-1 con-
straint in (16f). Nevertheless, in the spirit of the semidefinite
relaxation technique [22], one can readily obtain the following
(relaxed) SDP reformulation of the OID problem by dropping
the rank constraint:
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(P4) min
{Pc,n,Qs,n}
{yh,wh≥0}
V,υ
cρTr(LV) + cφ
∑
h∈H
(yh + zh) + cνυ + λ
∑
h∈H
wh
subject to (13b), (13d)− (13e)
(14), (16a)− (16d), and V  0. (17)
If the optimal solution Vopt of (P4) has rank 1, then it is also
a globally optimal solution for the nonconvex problems (P3)
and (P2) [22]. Further, given Vopt, the vectors of voltages
and injected currents can be computed as vopt :=
√
λ1u1
and iopt = Yvopt, respectively, where λ1 ∈ R+ is the
unique non-zero eigenvalue of Vopt, and u1 the corresponding
eigenvector.
A caveat of the semidefinite relaxation technique is that
matrix V could have rank greater than 1; in this case,
the feasible rank-1 approximation of V obtainable via rank
reduction techniques turns out to be generally suboptimal [22].
Fortunately though, when the considered radial residential
feeder is single-phase, and the cost (15) is strictly increasing
in the line power flows, Theorem 1 of [20] can be conveniently
adapted to the problem at hand to show that a rank-1 solution
of (P4) is always attainable provided that (P2) is feasible, and
the controlled inverters are sufficiently oversized. Incidentally,
allowing inverters to operate in the region FOIDh facilitates
obtaining a rank-1 solution, since higher reactive powers can
be absorbed (a sufficient condition in [20, Thm. 1] requires
nodes to be able to absorb a sufficient amount of reactive
power). When the house load is not balanced, the OPF
formulation for unbalanced distribution systems in [21] can
be applied to account for discrepancies in nodal voltages and
conductor currents.
Remark 1. The number of controlled PV inverters depends
on the parameter λ. Provided (P2) is feasible, there are (at
least) three viable ways to select λ so that K inverters are
selected: i) First, since both solar irradiation and load typically
manifest daily/seasonal patterns, λ can be selected based on
historical OID results. ii) In the spirit of the so-called cross-
validation [16], OID problems featuring different values of λ
can be solved in parallel. iii) Finally, notice that the optimized
values of pc,qs are inherently related to the dual variables
associated with constraints (14a)–(14b) [16], [17]; then, when
a primal-dual algorithm is employed to solve (P4), λ can be
conveniently adjusted during the iterations of this scheme.
Remark 2. A second-order cone program (SOCP) relaxation
of the OPF problem for radial systems was recently proposed
in [32]. However, sufficient conditions for global optimality
of the obtained solution require discarding the upper bounds
on the real and reactive power injections, which may not be a
realistic setup for residential distribution systems. In contrast,
conditions derived in [20] for global optimality of the SDP
relaxation are typically satisfied in practice. Furthermore, the
virtues of the SDP relaxation in the case of an unbalanced
system operation were demonstrated in [21].
C. Optimal RPC and APC strategies
It is immediate to formulate optimal RPC and APC strate-
gies in the proposed framework. Towards this end, consider
the following regularization function:
γ′(pc,qs) := γ(pc,qs) + λp‖pc‖1 + λq‖qs‖1 (18)
with λp ≥ 0 and λq ≥ 0 serving as tuning parameters. As in
typical (constrained) sparse linear regression problems [33],
the second and third terms in the right hand side of (18)
promote entry-wise sparsity in the vectors pc and qs, re-
spectively. Thus, by replacing γ(pc,qs) with γ′(pc,qs) in
(P2)-(P4) the following inverter dispatch strategies can be
readily implemented: i) λ > 0, λp = λq = 0: inverters can
curtail real power and provide/consume reactive power. ii)
λ = 0, λp > 0, λq = 0,qs = 0: APC-only is implemented
at a subset of PV systems. iii) λ = 0, λp = 0,pc = 0, λq > 0:
some of the inverters are optimally selected to inject/absorb
reactive power. iv) λ > 0, λp > 0, λq > 0: mixed strategy
whereby all three strategies (RPC, APC, and OID) can be
implemented.
Compared to the local strategies in [4], [8]–[10], [12],
[13], [27], the resultant RPC and APC tasks are cast here as
instances of the OPF problem, thus ensuring system-level opti-
mality guarantees; and, furthermore, through the regularization
function (18), they offer the flexibility of selecting the subset
of critical PV inverters that must be controlled in order to fulfill
optimization objectives and electrical network constraints. An
OPF-type RPC strategy was previously proposed in [11];
however, inverters providing reactive support were preselected.
V. NUMERICAL CASE STUDIES
To implement the OID strategy for residential network
optimization, the utility requires: i) the network admittance
matrix Y; ii) instantaneous available powers {P¯h}; and, iii)
the ratings {Sh}. Once (P4) is solved, the active- and reactive-
power setpoints (i.e., ps,qs) are relayed to the inverters.
Consider the distribution network in Fig. 1, which is adopted
from [3], [13]. The pole-pole distance is set to 50 m, while
TABLE I
SINGLE-PHASE pi-MODEL LINE PARAMETERS
R [Ω/km] L [mH/km] C [µF/km]
Drop line 0.549 0.230 0.055
Pole-pole line 0.270 0.240 0.072
1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19
0.98
0.99
1
1.01
1.02
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1.05
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Fig. 3. Voltage Profile {|Vn|}n∈N at 12:00 with and without inverter control.
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the lengths of the drop lines are set to 20 m. The parameters
for the admittance matrix are adopted from [3], [13], and
summarized in Table I. Voltages V min and V max in (P1) refer
to the minimum and maximum voltage utilization limits for the
normal operation of residential systems, and they depend on
the specific standard adopted. Since the test system in Fig. 1
is adopted from [3], [13], these limits are set to 0.917 pu
and 1.042 pu, respectively in this case study (see page 11 of
the CAN3-C235-83 standard). Notice that typical voltages that
dictate inverters to shut down according to [5] are higher than
V max.
The optimization package CVX1 along with the interior-
point based solver SeDuMi2 are employed to solve the OID
problem in MATLAB. The average computational time required
to solve (P4) was 0.27 s on a machine with a Intel Core i7-
2600 CPU @ 3.40GHz. In all the conducted numerical tests,
the rank of matrix Vopt was always 1, meaning that the glob-
ally optimal solution of (P3) was obtained [cf. Section IV-B].
All 12 houses feature fixed roof-top PV systems, with a
DC-AC derating coefficient of 0.77 [34]. The DC ratings of
the houses are as follows: 5.52 kW for houses H1,H9,H10
(modeled along the lines of [35]); 5.70 kW (which corresponds
to the average installed rating for residential systems in
2011 [1]) for H2,H6,H8,H11; and, 9.00 kW for the remaining
five houses (modeled along the lines of [36]). As suggested
in [4], it is assumed that the PV inverters are oversized by
10% of the resultant AC rating. Further, the minimum PF
for the inverters is set to 0.85 [29]. The available active
powers {P¯h} during the day are computed using the System
Advisor Model (SAM)3 of the National Renewable Energy
Laboratory (NREL), based on the typical meteorological year
(TMY) data for Minneapolis, MN, during the month of July.
The residential load profile is obtained from the Open Energy
Info database,4 and the base load experienced in downtown
Saint Paul, MN, during the month of July is used for this
test case. To generate different load profiles, the base active
power profile is perturbed using a Gaussian random variable
with zero mean and standard deviation 200 W and a PF of
0.9 is presumed [3]. Finally, the voltage at the secondary of
the transformer is set at 1.02 pu, to ensure a minimum voltage
magnitude of 0.917 pu at H11 − H12 when the PV inverters
do not generate power.
With these data, the peak net active power injection (i.e.,
P¯h − P`,h) occurs approximately at solar noon. Standard
power-flow computations yield the voltage profile illustrated
in Fig. 3 with a black solid line. Notice that the voltage
magnitude towards the end of the feeder (nodes 11-19) exceeds
the upper limit; furthermore, the voltage magnitude at houses
H11,H12 (nodes 17 and 19) is beyond 1.05 pu, which is the
limit usually set for inverter protection [34].
Consider then, implementing the proposed OID strategy, and
1[Online] Available: http://cvxr.com/cvx/
2[Online] Available: http://sedumi.ie.lehigh.edu/
3[Online] Available at https://sam.nrel.gov/.
4“Commercial and Residential Hourly Load Profiles for
all TMY3 Locations in the United States,” accessible from
http://en.openei.org/datasets/node/961. Developed at
the National Renewable Energy Laboratory and made available under the
ODC-BY 1.0 Attribution License.
suppose that the active power losses are to be minimized; that
is, the weighting coefficients in (15) are cρ = 1, cφ = 0,
and cν = 0. To emphasize the role of the sparsity-promoting
regularization function, Fig. 4 illustrates the active power
curtailed and the reactive power provided by each inverter for
λ = 0 (Figs. 4(a) and (b)) and λ = 0.8 (Figs. 4(c) and (d)).
For λ = 0, it is clearly seen that all inverters are controlled; in
fact, they all curtail active power from 8:00AM to 6:00PM, and
inject reactive power during the entire interval. Interestingly,
more active power is curtailed at houses with higher AC ratings
(H3,H4,H5,H7,H12). When λ = 0.8, only 7 inverters are
controlled, thus corroborating the ability of the regularization
function in (12) in effecting inverter selection. Four remarks
are in order: i) the 7 controlled inverters are the ones located
far from the transformer; ii) houses at the end of the feeder
curtail more active power and absorb more reactive power than
the others (thus matching the findings in [3], [13]); iii) all the
selected inverters absorb reactive power (whereas they inject
power in Fig. 4(b)); and iv) it is noted that for λ > 0.8, no
less inverters are selected, meaning that at least 7 inverters
must be controlled in order to effect voltage regulation in this
particular case study [cf. (14d)]. The resultant voltage profiles
are illustrated in Fig. 3, where “OID-d1” refers to the case
λ = 0, and “OID-d2” to the case λ = 0.8. Clearly, while
the voltage limits are enforced in both cases, a flatter voltage
profile is obtained in the second case.
Next, the OID strategy is compared with: i) RPC without
inverter selection (“RPC-r1”); ii) RPC with inverter selection
(“RPC-r2”), where λq is such that only 7 inverters provide
reactive powers; iii) APC, with K = 12 (“APC-a1”) [3];
and, iv) APC with inverter selection (“APC-a2”), where λp
in (18) is chosen such that 7 inverters are controlled. It is
interesting to note that the minimum PF constraints were not
enforced for the RPC strategy; in fact, (P4) is infeasible for
a minimum PF constraint higher than 0.3. Furthermore, the
case where cφ = 1, bh = cρ = 1 (with all other coefficients
set to 0), and λ, λp chosen such that 7 inverters are selected is
also considered. This represents the situation where the utility
attempts to minimize the overall power losses in the network,
namely the sum of the line losses plus the curtailed power.
The resultant OID and APC strategies are marked as “OID-
d3” and “APC-a3,” respectively. For a fair comparison with
RPC, no minimum PF constraints are enforced in OID-d3.
As can be seen from Fig. 3, voltage regulation is effected
in all the considered cases, with the flattest voltage profile
for APC-a1. However, these strategies yield different active
power losses in the network, as well as overall active power
losses (that is, the power lost in the lines plus the curtailed
power). These two quantities are compared in Fig. 5. When
there is no price associated with the active power curtailed,
RPC is the one that yields the highest power losses in the
network (as hinted in [13]); however, APC yields the highest
power losses on the lines when bh = cρ = 1. Interestingly,
strategy “OID-d3” yields the lowest overall active power
losses, thus demonstrating the merits of the proposed OID
approach. On the other hand, “OID-d2” yields a good tradeoff
between voltage profile flatness and power loss when bh < cρ.
Table II collects the energy loss in the network (in the column
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Fig. 4. Dispatched inverters: Curtailed active power (a) and reactive power (b) for λ = 0. Curtailed active power (c) and reactive power (d) for λ = 0.8.
TABLE II
ENERGY LOSS IN THE NETWORK, AND CURTAILED PV ENERGY FOR THE
SIMULATED DAY
Network Curtailed Overall
[kWh] [kWh] [kWh]
No control 97.4 0 97.4
RPC-r1 15.4 0 15.4
RPC-r2 18.0 0 18.0
(cφ = 0)
APC-a1 8.1 118.3 126.4
APC-a2 43.4 75.4 118.8
OID-d1 4.1 116.6 120.7
OID-d2 6.5 20.0 26.5
(cφ = cρ)
APC-a3 54.4 29.3 83.7
OID-d3 13.7 0.5 14.2
labeled “Network”), the energy curtailed by the inverters (in
the column labeled “Curtailed”) and the total energy loss (in
the column labeled “Overall”) for the simulated day. The
accumulated energy loss in the business-as-usual approach
with no ancillary services is also reported for comparison
purposes.
To demonstrate the increased flexibility offered by the
function cνν(v) in (7), Fig. 6 depicts voltage profiles at a
few houses during the course of the day for different values
of r := cν/cρ, for cφ = 0, cρ = 1, from which it is
evident that deviations from the average can be minimized
by increasing r. Fig. 6(b) illustrates that the lowest overall
power losses are obtained for r = 0.5 (demonstrating that r
cannot be increased indiscriminately without considering other
optimization objectives).
To better highlight the advantages of the proposed OID
method, a long term impact analysis over the course of a
year is also performed. To this end, the hourly profiles for
available solar powers are generated using SAM, based on
the TMY data for Minneapolis, MN, and the hourly load
profiles available for the whole year in the Open Energy Info
database for the Twin Cities, MN. Table III reports the energy
loss in the network and the energy curtailed over the whole
year. Two setups are considered: i) bh = cφ = 0, cρ 6= 0
(i.e., the active power losses in the network are minimized);
and, ii) bh = 1, cφ = cρ (i.e., the overall power lost is to
be minimized). In the first setup, it can be clearly seen that
the OID strategy yields the lowest losses in the network. The
proposed scheme outperforms the RPC and APC strategies
also in the second case, since it yields the lowest overall losses.
To estimate potential economic savings over the course of a
year, consider using the “average retail price for electricity to
ultimate customers by end-use sector” available in the monthly
reports of the U.S. Energy Information Administration, for
the year 2012, for the state of Minnesota.5 Let cretail de-
note the average retail price, and consider solving the OID
problem over the whole year in the following two cases:
i) κ(V,pc,qs) = cretailTr(LV) (that is, only the economic
losses in the network are considered); and, ii) κ(V,pc,qs) =
cretailTr(LV) + cretail
∑
h∈H Pc,h (that is, the economic loss
emerges from both the losses in the network and the active
power curtailed). Table IV summarizes the overall economic
5[Online] Available at: http://www.eia.gov/totalenergy
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Fig. 5. (a) Active power loss [kW] on the distribution lines. (b) Sum of the
power lost on the distribution lines and the one curtailed by the inverters.
TABLE III
ENERGY LOSS IN THE NETWORK, AND CURTAILED PV ENERGY FOR THE
WHOLE YEAR
Network Curtailed Overall
[kWh] [kWh] [kWh]
RPC-r1 5040 0 5040
RPC-r2 4710 0 4710
(bh = 0)
APC-a1 965 34170 43820
APC-a2 3148 23512 26660
OID-d1 938 34700 35638
OID-d2 913 10862 11775
(cφ = cρ)
APC-a3 10387 3864 14251
OID-d3 4237 143 4380
losses over the year. It can be clearly seen that, by enabling a
joint optimization of the active and reactive power production,
OID provides the most economic savings.
VI. CONCLUDING REMARKS AND FUTURE DIRECTIONS
A framework to facilitate high PV penetration in existing
residential distribution networks is proposed in this paper.
Through OID, the inverters that have to be controlled in order
to enable voltage regulation are identified, and their optimal
active- and reactive-power set points are obtained. The OID
problem was cast as an SDP, which is efficiently solvable with
a computational time on the order of the sub-second. Overall,
the novel OID framework demonstrates that system-level real-
time optimization can facilitate the integration of PV systems
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Fig. 6. Voltage magnitude at {Hi, i = 1, 3, 5, 7, 9, 11} (a) and overall power
lost (b) for different values of r := cν/cρ. In this setup, cφ = 0, λ = 0.8.
TABLE IV
ECONOMIC LOSSES OVER ONE YEAR [$]
Case RPC APC OID
cφ = 0, cρ = cretail 540.11 355.20 102.94
bh = 1, cφ = cρ = cretail 540.11 1520.45 499.46
in existing low-voltage distribution systems, and calls for in-
stituting communication capabilities with residential-scale PV
inverters, in order to enable real-time provisioning of ancillary
services. Future efforts include investigating the impact of
forecast and communication errors on the inverter dispatch
task. In addition, the benefits of the proposed OID method
can be effectively communicated to practicing engineers by
targeting experimental demonstrations in real-world setups.
APPENDIX
A. Derivation of (P3)
An SDP in standard form involves the minimization of a
linear function, subject to linear (in)equalities and linear matrix
inequalities (LMIs) [24]. The SDP reformulation of (P2) relies
on the Schur complement. For the symmetric matrix M :=[
A B
BT C
]
, where C is invertible, the Schur complement
of A is given by S = C − BTA−1B. It follows that M is
positive definite if and only if S and A are positive definite
(or, if and only if S ≥ 0 when A,B,C are scalars); this result
has been leveraged in the derivation of (P3) as detailed next.
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Aiming for an SDP formulation of (P2), consider intro-
ducing the auxiliary variable υ ≥ 0, replacing ‖Πdiag(V)‖2
with υ in the cost of (P3), and adding the constraint
‖Πdiag(V)‖2 ≤ υ. Then, upon rewriting this constraint as
υ − υ−1‖Πdiag(V)‖22 ≥ 0, one can readily obtain (16a)
by using the Schur complement with A = C = υ and
B = Πdiag(V). Similarly (16c) can be obtained by setting
A = whI2, B = [Pc,h, Qs,h]T , and C = wh; (16b)
can be obtained by setting A = −1, B = √ahPc,h, and
C = bhPc,h−yh; and (16d) can be obtained by setting A = I2,
B = [Qs,h, P¯h − Pc,h]T , and C = −S2h.
Notice finally that the positive semi-definiteness and rank
constraints (16e)–(16f) jointly ensure that there always exists
a vector of voltages v such that V = vvH for any feasible
V ∈ CN+1×N+1 (see e.g., [22]).
B. Soft-thresholding on the inverter set point
To rigorously demonstrate the PV-inverter selection capabil-
ity offered by the proposed relaxed OID problem, results from
duality theory [37] are leveraged next to derive closed-form
expressions for the optimal inverter set points.
Define the real-valued vector xh := [Pc,h, Qs,h]T , and con-
sider rewriting (9) as cφφ(pc,qs) =
∑
h∈H x
T
h Ahxh+b
T
h xh,
with Ah := diag([cφah, 0]) and bh := [cφbh, 0]T . Notice
further that constraint Q2s,h+(P¯h−Pc,h)2−S2h ≤ 0 [cf. (13c)]
can be re-expressed in quadratic form as xTh xh+d
T
h xh+(P¯
2
h−
S2h) ≤ 0, with dh := [−2P¯h, 0]T . Suppose for simplicity that
cν = 0 and no PF constraints are imposed, and consider the
following relaxed OID problem:
(P5) min
{xh},V
cρTr(LV) +
∑
h∈H
(
xTh Ahxh + b
T
h xh + λ‖x2‖2
)
subject to (14),V  0, and
0 ≤ Pc,h ≤ P¯h (19a)
xTh xh + d
H
h xh + (P¯
2
h − S2h) ≤ 0. (19b)
Problems (P4) and (P5) are equivalent, and their globally
optimal solution coincide [37]. Further, it can be shown
that Slater’s condition holds [19], and thus (P5) has zero
duality gap [37, Ch. 6]. Let {µh}, {µ¯h} denote the multipliers
associated with (14a) and (14b), respectively; {ϕh, ϕ¯h} the
ones with (14d); and, {γh}, {νh, ν¯h} the ones with the
inverter-related constraints (19a) and (19b), respectively. Fur-
ther, let L(V, {xh}, {µh, µ¯h, ϕh, ϕ¯h, γh, νh, ν¯h}) denote the
Lagrangian of (P5).
With the optimal dual variables {µopth , µ¯opth , ϕopth , ϕ¯opth ,
γopth , ν
opt
h , ν¯
opt
h } known, the Lagrangian optimality condi-
tion [37, Prop. 6.2.5] asserts that Vopt, {xopth } can be found as
min{xh},V0 L(V, {xh}, {µopth , µ¯opth , ϕopth , ϕ¯opth , γopth , νopth , ν¯opth }).
Thus, exploiting the decomposability of the Lagrangian, it
turns out that the optimal setpoint xh for inverter h is given
as the solution of the sub-problem:
xopth = arg minx
1
2
xTQhx + cTh x + λ‖x‖2 (20)
where Qh := 2Ah+2γ
opt
h I2 and ch := bh+µh+νh+γ
opt
h dh,
with µh := [µ
opt
h ,−µ¯opth ]T and νh := [ν¯opth − νopth , 0]T . Notice
that Qh  0. Then, from [17, Thm. 1], it follows that the
optimal set points xh are given by the following shrinkage
and thresholding vector operation
xopth = I{‖ch‖2>λ}
[
−η
(
ηQh +
λ2
2
I2
)−1
ch
]
(21)
with I{A} = 1 if event A is true and zero otherwise, and
η ∈ R+ the solution of the scalar optimization problem:
min
η≥0
η − η
2
cTh
(
ηQh +
λ2
2
I2
)−1
ch . (22)
It can be clearly deduced that xopth = 0 when λ ≥ ‖ch‖2; that
is, inverter h operates at the unitary-PF set point (P¯h, 0). On
the other hand, when [Pc,h, Qs,h]T 6= 0, the operating point
of inverter h is given by (P¯h − Pc,h, Qs,h). Equation (21)
also explains why, with the decreasing of λ, the number of
controlled inverters increases.
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